Medical gases are known to show a great environmental impact and also to consume relevant resources in terms of hospital management. The present work reports on a study performed between 2008 and 2016 in a target set of 12 Spanish hospitals with floor area and number of beds ranging 2314-23,300 m 2 and 20-194, respectively, for which the average annual consumption rates of oxygen, nitrogen, medicinal air, carbon dioxide and nitrogen protoxide were analysed. The annual consumption of medical gases in a hospital was proved to be correlated with the number of hospital discharges, the number of surgeries, the number of emergency interventions, the number of hospitalisations, the number of hospital beds, the useful floor area of the building and the number of workers. In particular, the annual consumption per hospital bed was computed as 350 m 3 for oxygen, 325 m 3 for medicinal air, 9 m 3 for nitrogen protoxide and 3 m 3 for carbon dioxide. It is shown that healthcare activity appears as an adequate variable to quantify and to monitor medical gases consumption in hospitals, to assess the size of their facilities as well as to optimise maintenance management.
Introduction
The use of medical gases is essential for adequate medical interventions in hospitals and health centres provided their advantageous anaesthetic, analgesic and respiratory properties in the ambit of disease diagnosis, treatment, prevention or relief. Accordingly, they are currently classified as special medicines [1] .
As referred to hospitals, the most widely used medical gases are the following: Oxygen (O 2 ), nitrogen (N 2 ), medicinal air, carbon dioxide (CO 2 ) and nitrogen protoxide (N 2 O), for all of which efficient and safe supply is guaranteed by the existence of specific facilities.
Medical oxygen is mainly used for the treatment and prevention of respiratory failure. In fact, oxygen therapy is regarded as the most demanded therapeutic intervention in hospitals [2] .
Medicinal air is used in intensive care units via pulmonary nebulizers to prevent hyperoxia either in the lungs or in any other corporal tissue during mechanical ventilation or surgery interventions. It is obtained by a former compression of volumes of purified atmospheric air and a subsequent filtering of the 21%/79% oxygen-nitrogen mix [3] . Both operations need to be carried out in a bacteriologically suitable and particle-free environment, and also in absence of oil or water traces.
The main application regarding medicinal nitrogen lies in the production of synthetic medicinal air by appropriate mixing with oxygen in specific gas mixers [4] . Moreover, it is also used for as a basic strategy for achieving sustainable development [22] . UN Sustainable Development Goals and their connection with sustainable healthcare, as the management of healthcare activities also affect populations' health [23] .
The use of medicinal gases in hospitals generates a high environmental risk and inadequate management, especially in the case of the gases involving generation of NOx compounds, which can cause damage due to environmental emissions, excessive consumption, uncontrolled leaks or inadequate maintenance.
Efforts should therefore be focused on the appropriate monitoring and management of the facilities in order to achieve cost savings as well as to reduce atmospheric emissions [24] . Note that this is particularly relevant for the case of gases used as inhaled anaesthetic agents [25] .
No specific indicators to monitor the actual mean consumption rates of medical gases in hospitals have been set so far. Furthermore, no detailed studies to assess the savings achieved by appropriate management actions have been reported. The mean consumption rates in a particular hospital might help identify leaks and misuses, like for instance intakes which are left open after surgeries in operating theatres.
The present work is aimed at determining the actual consumption rates of medical gases in hospitals in order to set suitable indicators to promote the appropriate design, control, management and optimisation of the involved facilities. The economic and maintenance costs of medical gas installations are also analysed. This type of research studies needs to be accomplished for the achievement of a sustainable healthcare model, given that the specific tools it provides are devoted to assessing a variety of design alternatives which will definitely improve general management in hospitals [26] .
Materials and Methods
The present study reports on an analysis accounting for 12 Spanish hospitals in the period 2008-2016, which had been either built or fully renovated between 1990 and 2012. The useful floor area and the number of beds for all buildings under study met the intervals 2314-23,300 m 2 and 20-194 beds. The mean annual consumption rates of medical gases were assessed as a function of the specific medical gas, the type of transport container and the supply method. In particular, the following medical gases were accounted for: Oxygen, nitrogen, medicinal air, carbon dioxide and nitrogen protoxide. The consumption of other anaesthetic gases such as halothane, enflurane, isoflurane, isoflurane, sevoflurane and desflurane was minimal, and was therefore not taken into account in this study. All carbon dioxide was used for laparoscopy interventions in minimally invasive surgeries.
Note that the amount of medical gas was expressed as the volume occupied by the gas at the moment it was inhaled by the patient, temperature and pressure assumed as 25 • C and 101.32 kPa respectively. Table 1 shows the conversion factors used to bring supply conditions into usage conditions [27] . For those hospitals where medicinal air is produced using an oxygen-nitrogen mixer the mean consumption rates were straightforwardly computed from those of nitrogen, just by accounting for the composition of medicinal air as 21% oxygen and 79% nitrogen [28] . Moreover, the portion of the oxygen volumes devoted for direct use by inhalation (thus not for medical air production) was set in advance.
On another note, the following categories were accounted for the hospital staff: Physicians, nurses, nursing assistants, administrative staff, cleaning staff, maintenance staff, orderlies, cafeteria staff, cooking staff and pharmacy staff among others [29] . All information in this topic had been checked and supervised by the economic-financial department at each of the target hospitals. The selected variables relating to the healthcare actions under study were the number of: Annual hospitalisation stays, hospital surgeries, outpatient surgeries, hospital discharges, endoscopies, births and emergency actions. Interviews and focus groups to select the variables were conducted. As for the case of the information regarding the staff categories, all the evidence relating to the abovementioned variables had properly been supervised by the medical-care management department at each hospital.
Information regarding costs was provided by the hospitals' accounting departments from invoice records between 2008 and 2017, which was matched to that from the corresponding medical gas supplying companies.
Medical gas patterns were assessed after previous meetings with the hospital's maintenance engineers, in which the following topics had been accounted for: Analysis of existing records, monitoring of patients', visitors' and staff's habits, measurement of gas flow rates and individual surveys on medical gas usage.
In the course of the research, relationships between medical gas consumption and other functional and operational parameters from each hospital were identified, including the year of construction, useful surface area, number of users, number of workers, and number of beds, among others.
For each of the target hospitals, the useful floor area was taken to be that of the outer perimeter of a covered space, subtracting the constructive elements related to the building's closures, partitions, structure and installations [30] . Both the built and useful floor areas of the hospitals under study were obtained from the corresponding construction projects. Table 2 shows the variables used for the study. To compare different types of medical gas supply in a hospital from an economic perspective, a cost-effectiveness analysis (CEA) was performed. The maintenance costs and security system were used as a measure of effectiveness in this analysis.
The potential correlations among all the aforementioned variables were assessed, taking Pearson's correlation coefficient as the parameter to scan the linear dependence between two random quantitative variables -for any measuring scale of the variables-, and avoiding untypical values (outliers).
Statistical correlation techniques to estimate the relationships between the variables were applied. The conditional expectation of each dependent variable given the independent variables was also analysed. Pearson's correlation was used as it was proven that there was a linear relationship between the continuous variables [31] .
To detect outliers, outliers were considered to be all those outside the range µ ± 3σ, with µ being the average annual consumption of a medicinal gas and σ its standard deviation [32] .
Finally, the available data records were used to perform a detailed statistical study via Analysis of Variance (ANOVA) [33] . The normality of the sample was checked by applying the Shapiro-Wilk test, calculating the mean and the sample variance [34] . The Levene test was performed to evaluate the equality of the variances for the sample variables; given the existence of these significant differences, an analysis of multiple comparisons (post hoc test) was carried out through the Fisher test, with the aim of analysing the existing differences exhaustively [35] .
Results
The results achieved from the abovementioned methodology are reported along the present section. Figure 1 depicts the dependence of medical gas consumption on useful floor area for the set of hospitals under study. The two variables are observed to show a high correlation (R 2 = 0.7937) and to meet the following analytical expression:
Correlation between Average Annual Medical Gas Consumption and Useful Floor Area
where C O and S stand for the average annual consumption of oxygen and for the useful floor area, expressed in Dm 3 and m 2 respectively. Such an expression is suitable to size new oxygen installations and might serve as a reference for the monitoring of oxygen consumption in hospitals under standard operating and maintenance conditions. Statistical correlation techniques to estimate the relationships between the variables were applied. The conditional expectation of each dependent variable given the independent variables was also analysed. Pearson's correlation was used as it was proven that there was a linear relationship between the continuous variables [31] .
To detect outliers, outliers were considered to be all those outside the range μ ± 3σ, with μ being the average annual consumption of a medicinal gas and σ its standard deviation [32] .
Results
Correlation between Average Annual Medical Gas Consumption and Useful Floor Area
where CO and S stand for the average annual consumption of oxygen and for the useful floor area, expressed in Dm 3 and m 2 respectively. Such an expression is suitable to size new oxygen installations and might serve as a reference for the monitoring of oxygen consumption in hospitals under standard operating and maintenance conditions. No correlations were achieved between the useful floor area and medicinal air consumption, carbon dioxide consumption or nitrogen protoxide consumption (R 2 = 0.6761, R 2 = 0.7597, R 2 = 0.2827, respectively). Figure 2 illustrates the dependence of medical gas consumption on the number of beds in the hospitals under study for standard operating and maintenance conditions.
Correlation between Average Annual Medical Gas Consumption and Number of Beds
The number of hospital beds was observed to be highly correlated to the consumption of both oxygen and medicinal air (R 2 = 0.9551, R 2 = 0.8271) according to the following expressions:
(2)
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No correlations were achieved between the useful floor area and medicinal air consumption, carbon dioxide consumption or nitrogen protoxide consumption (R 2 = 0.6761, R 2 = 0.7597, R 2 = 0.2827, respectively). Figure 2 illustrates the dependence of medical gas consumption on the number of beds in the hospitals under study for standard operating and maintenance conditions.
The number of hospital beds was observed to be highly correlated to the consumption of both oxygen and medicinal air (R 2 = 0.9551, R 2 = 0.8271) according to the following expressions: CMA and B represent the average annual consumption of medicinal air expressed in Dm3 and the number of hospital beds, respectively. Again, the expressions are therefore suitable to size new installations and might serve as a reference for monitoring of the consumption of those medical gases.
No statistical correlation was achieved between the number of beds and the consumption of carbon dioxide or nitrogen protoxide (R 2 = 0.5630 and R 2 = 0.4987, respectively).
Correlation between Average Annual Medical Gas Consumption and Number of Workers
The statistical correlation between medical gas consumption and the number of workers (W) is depicted in Figure 3 and in expressions (4) and (5) .
Oxygen and medicinal air consumption rates were seen to be highly correlated to the number of workers (R 2 = 0.9161 and R 2 = 0.8213), but no correlation was achieved for carbon dioxide or nitrogen protoxide (R 2 = 0.5617, R 2 = 0.6771). C MA and B represent the average annual consumption of medicinal air expressed in Dm3 and the number of hospital beds, respectively. Again, the expressions are therefore suitable to size new installations and might serve as a reference for monitoring of the consumption of those medical gases.
C MA = 0.0003W 1.9625 (5) Oxygen and medicinal air consumption rates were seen to be highly correlated to the number of workers (R 2 = 0.9161 and R 2 = 0.8213), but no correlation was achieved for carbon dioxide or nitrogen protoxide (R 2 = 0.5617, R 2 = 0.6771). 
Correlations between Average Annual Medical Gas Consumption and Healthcare Activity
As a first step, the number of annual discharges (Dc) was analysed for each of the target hospitals, i.e., the expiration of a healthcare episode (either due to recovery, death or transfer) treated in the hospitalisation area or the surgical day hospital. As can be observed in Figure 4 together with Equations (6) and (7) , this variable was seen to be correlated to the consumption rates of oxygen and medicinal air (R 2 = 0.9476 and R 2 = 0.9515, respectively). In contrast, no correlation was achieved for carbon dioxide or nitrogen protoxide (R 2 = 0.4127, R 2 = 0.5984). CO = 0.0003 Dc 1.3467 (6) CMA = 0.010Dc − 36.1470 (7) The correlations between the number of surgeries with hospitalisation (Sg) and the medical gas consumption rates were then analysed for each of the target hospitals (see Figure 5 ). As a result, the number or surgeries with hospitalisation was found to be correlated to medicinal air consumption (R 2 = 0.9889) as in the following expression:
No statistical correlations were evidenced between the annual number of hospital discharges and oxygen consumption (R 2 = 0.5719), carbon dioxide consumption (R 2 = 0.2709) or nitrogen protoxide consumption (R 2 = 0.5577). 
As a first step, the number of annual discharges (Dc) was analysed for each of the target hospitals, i.e., the expiration of a healthcare episode (either due to recovery, death or transfer) treated in the hospitalisation area or the surgical day hospital. As can be observed in Figure 4 together with Equations (6) and (7) , this variable was seen to be correlated to the consumption rates of oxygen and medicinal air (R 2 = 0.9476 and R 2 = 0.9515, respectively). In contrast, no correlation was achieved for carbon dioxide or nitrogen protoxide (R 2 = 0.4127, R 2 = 0.5984).
C O = 0.0003 Dc 1.3467 (6) C MA = 0.010Dc − 36.1470 (7) The correlations between the number of surgeries with hospitalisation (Sg) and the medical gas consumption rates were then analysed for each of the target hospitals (see Figure 5 ). As a result, the number or surgeries with hospitalisation was found to be correlated to medicinal air consumption (R 2 = 0.9889) as in the following expression:
No statistical correlations were evidenced between the annual number of hospital discharges and oxygen consumption (R 2 = 0.5719), carbon dioxide consumption (R 2 = 0.2709) or nitrogen protoxide consumption (R 2 = 0.5577). The potential correlations between the annual number of hospitalisation stays (St, defined as a period no shorter than overnight-lunch or overnight-dinner) and the medical gas consumption rates had also been accounted for (see Figure 6 ). A very strong correlation (R 2 = 0.9961) was evidenced for the particular case of oxygen consumption, and the corresponding data were fitted to the analytical expression given in Equation The potential correlations between the annual number of hospitalisation stays (St, defined as a period no shorter than overnight-lunch or overnight-dinner) and the medical gas consumption rates had also been accounted for (see Figure 6 ). A very strong correlation (R 2 = 0.9961) was evidenced for the particular case of oxygen consumption, and the corresponding data were fitted to the analytical expression given in Equation The potential correlations between the annual number of hospitalisation stays (St, defined as a period no shorter than overnight-lunch or overnight-dinner) and the medical gas consumption rates had also been accounted for (see Figure 6 ). A very strong correlation (R 2 = 0.9961) was evidenced for the particular case of oxygen consumption, and the corresponding data were fitted to the analytical expression given in Equation (9) . 
No correlations were evidenced between the number of hospital stays and the rest of the medical gases under study, namely medicinal air, carbon dioxide and nitrogen protoxide (correlation indexes R 2 = 0.7467, R 2 = 0.2322 and R 2 = 0.4238, respectively).
With regard to the annual number of endoscopies (Es) as related to medical gas consumption (Figure 7) , no correlations were found except for the case of oxygen (correlation index R 2 = 0.9309 and analytical fit as in Equation (10)). 
The potential correlation between the medical gas consumption rates and the number of laboratory tests carried out in the set of hospitals was also assessed. However, no correlation evidence was found for the cases of medicinal air (R 2 = 0.5915), carbon dioxide (R 2 = 0.3261) or nitrogen C O = 0.0005 St 1.1415 (9) No correlations were evidenced between the number of hospital stays and the rest of the medical gases under study, namely medicinal air, carbon dioxide and nitrogen protoxide (correlation indexes R 2 = 0.7467, R 2 = 0.2322 and R 2 = 0.4238, respectively).
With regard to the annual number of endoscopies (Es) as related to medical gas consumption (Figure 7) , no correlations were found except for the case of oxygen (correlation index R 2 = 0.9309 and analytical fit as in Equation (10)).
C O = 0.0151Es − 2.6197 (10) CO = 0.0005 St 1.1415 (9) No correlations were evidenced between the number of hospital stays and the rest of the medical gases under study, namely medicinal air, carbon dioxide and nitrogen protoxide (correlation indexes R 2 = 0.7467, R 2 = 0.2322 and R 2 = 0.4238, respectively).
The potential correlation between the medical gas consumption rates and the number of laboratory tests carried out in the set of hospitals was also assessed. However, no correlation evidence was found for the cases of medicinal air (R 2 = 0.5915), carbon dioxide (R 2 = 0.3261) or nitrogen The potential correlation between the medical gas consumption rates and the number of laboratory tests carried out in the set of hospitals was also assessed. However, no correlation evidence was found for the cases of medicinal air (R 2 = 0.5915), carbon dioxide (R 2 = 0.3261) or nitrogen protoxide (R 2 = 0.2713). A high correlation (R 2 = 0.9010) between oxygen consumption and number of laboratory tests carried out (Lt) was founded. The results are showed in Figure 8 and Equation (11):
C O = 0.00008 Lt + 9.4312 (11) Sustainability 2018, 10, x FOR PEER REVIEW 10 of 17 protoxide (R 2 = 0.2713). A high correlation (R 2 = 0.9010) between oxygen consumption and number of laboratory tests carried out (Lt) was founded. The results are showed in Figure 8 and Equation (11): CO = 0.00008 Lt + 9.4312 (11) It should finally be noted that correlations between medical gas consumption and each of the rest of the involved healthcare variables were also assessed (i.e., number of births, number or emergency actions and number of outpatient surgeries). However, no acceptable values for Pearson's coefficient were achieved and potential interdependence was therefore rejected.
Analysis of the Impact of Medical Gas Installations on Hospital Maintenance
Given that maintenance management is well-known to influence energy consumption in hospitals [16] , the workload associated to medical gas installations as compared to that of the global maintenance of the building was estimated [36] . For such purposes, the maintenance records of the hospitals under study were analysed within the period 2012-2016. As a result, 384,124 actions were accounted for, 172,990 of which were labelled as corrective ones-in particular 12,773 (7.38%) were related to medical gas installations-.
On another note, with regard to preventive actions, a total of 211,134 were accounted for and sorted into the three following groups: (i) 64,596 room revisions, 4037 (6.25%) of which involved medical gas interventions; (ii) 85,175 protocols, 18,882 (22.17%) of which involved medical gas interventions; (iii) 61,363 preventive revisions, 14,418 (23.50%) of which involved medical gas interventions. This yields a total of 50,110 interventions involving medical gas installations (i.e., 13.05% of the total number of technical interventions) sorted as 12,773 corrective and 37,337 preventive (i.e., 7.38% and 17.68% of the total number of corrective and preventive actions, respectively). Table 3 lists the average annual number of hours devoted to medical gas installations, as well as the associated costs. It should finally be noted that correlations between medical gas consumption and each of the rest of the involved healthcare variables were also assessed (i.e., number of births, number or emergency actions and number of outpatient surgeries). However, no acceptable values for Pearson's coefficient were achieved and potential interdependence was therefore rejected.
On another note, with regard to preventive actions, a total of 211,134 were accounted for and sorted into the three following groups: (i) 64,596 room revisions, 4037 (6.25%) of which involved medical gas interventions; (ii) 85,175 protocols, 18,882 (22.17%) of which involved medical gas interventions; (iii) 61,363 preventive revisions, 14,418 (23.50%) of which involved medical gas interventions. This yields a total of 50,110 interventions involving medical gas installations (i.e., 13.05% of the total number of technical interventions) sorted as 12,773 corrective and 37,337 preventive (i.e., 7.38% and 17.68% of the total number of corrective and preventive actions, respectively). Table 3 lists the average annual number of hours devoted to medical gas installations, as well as the associated costs. The annual costs derived from interventions by external companies reached 6948 €. Maintenance interventions in the ambit of medical gases were carried out by specialised hospital staff and involved 1944 h-workload with total annual costs quantified as 25,822 €. 
Cost Analysis
Medicinal air show different prices depending on whether it is supplied in pressure cylinders or is produced in situ by mixing oxygen and nitrogen in specific hospital facilities [37] . For hospitals involving high consumption rates, the medical gas supplier usually assumes the costs associated with the supply, installation and renting of cryogenic tanks. However, this option is subject to the existence of an appropriate location for storing gas tanks and a safe and suitable access for the tanker truck. For the particular case of pressure cylinders, some suppliers use to charge a monthly rental. On the other hand, gas supply by tankers sometimes involves a specific discharge fee. Figure 9 depicts the mean acquisition price-as referred to 2017-for each of the medical gases involved in the present study. As can be observed, the price corresponding to B10 cylinders rockets up to about an 80-fold value for nitrogen. Carbon dioxide doubles its price if supplied as B10 cylinders, and costs would still be higher if it were supplied in B5 cylinders. On another note, the costs associated to consumption of medicinal air produced in situ by a mixer are almost one fourth of those arising from purchase of B50 cylinders. 
Medicinal air show different prices depending on whether it is supplied in pressure cylinders or is produced in situ by mixing oxygen and nitrogen in specific hospital facilities [37] . For hospitals involving high consumption rates, the medical gas supplier usually assumes the costs associated with the supply, installation and renting of cryogenic tanks. However, this option is subject to the existence of an appropriate location for storing gas tanks and a safe and suitable access for the tanker truck. For the particular case of pressure cylinders, some suppliers use to charge a monthly rental. On the other hand, gas supply by tankers sometimes involves a specific discharge fee. Figure 9 depicts the mean acquisition price-as referred to 2017-for each of the medical gases involved in the present study. As can be observed, the price corresponding to B10 cylinders rockets up to about an 80-fold value for nitrogen. Carbon dioxide doubles its price if supplied as B10 cylinders, and costs would still be higher if it were supplied in B5 cylinders. On another note, the costs associated to consumption of medicinal air produced in situ by a mixer are almost one fourth of those arising from purchase of B50 cylinders. The carbon dioxide consumed in laparoscopic surgeries is usually supplied by B10 cylinders directly attached to the laparoscopic tower. However, it could also have been supplied by wall gas outlets in the operating room, directly connected to B50 cylinders. The mean annual cost for the period 2015-2016 was estimated for four of the hospitals under study, together with the potential costs that would have been achieved if carbon dioxide had been fully supplied by B50 cylinders. As a result, potential annual savings were quantified as 7000 €, 3000 € and 1500 € for Montepríncipe, Sanchinarro and HM Modelo Hospitals, respectively.
The percentage distribution of medical gas costs between 2008 and 2017 was computed as 47% for oxygen, 27% for nitrogen, 11% for medicinal air, 9% for carbon dioxide and 6% for nitrogen protoxide. It should be noted that most nitrogen consumption, as well as part of the oxygen volumes consumed, were associated with the production of medicinal air. The mean annual cost for 2017 arising from medical gas supply in a hospital was estimated as 70,000 €. The carbon dioxide consumed in laparoscopic surgeries is usually supplied by B10 cylinders directly attached to the laparoscopic tower. However, it could also have been supplied by wall gas outlets in the operating room, directly connected to B50 cylinders. The mean annual cost for the period 2015-2016 was estimated for four of the hospitals under study, together with the potential costs that would have been achieved if carbon dioxide had been fully supplied by B50 cylinders. As a result, potential annual savings were quantified as 7000 €, 3000 € and 1500 € for Montepríncipe, Sanchinarro and HM Modelo Hospitals, respectively.
The percentage distribution of medical gas costs between 2008 and 2017 was computed as 47% for oxygen, 27% for nitrogen, 11% for medicinal air, 9% for carbon dioxide and 6% for nitrogen protoxide. It should be noted that most nitrogen consumption, as well as part of the oxygen volumes consumed, were associated with the production of medicinal air. The mean annual cost for 2017 arising from medical gas supply in a hospital was estimated as 70,000 €.
Statistical Analysis
The statistical study hereby reported was based on the statistical analysis of the variance (ANOVA). The null hypothesis states that there is no difference or association between variables of interest, so that all means for the population are equal for all conditions. In order to seek statistical significance for mean differences, the p-value was compared to the significance level (0.05) to test the null hypothesis, so that if the p-value is less than or equal to the significance level (i.e., p-value ≤ 0.05) then the null hypothesis could be rejected and it could be concluded that not all population means are equal. Otherwise, the p-value being greater than the significance level would prove there is not enough evidence to reject the null hypothesis. Table 4 shows the results for the p-value corresponding to the ANOVA for the average annual medical gas consumption for a 0.05 level of significance. Out of the target hospitals, those with more than 90 beds were observed to show higher oxygen consumption rates per bed than hospitals with less than 90 beds (p = 0.0014) and hospitals with an annual number of discharges exceeding 6000 showed higher medicinal air consumption rates per discharge than the rest (p = 0.049). With regard to hospital stays, higher oxygen consumption rates per stay were achieved for hospitals with more than 24,000 annual stays than for those below such value (p = 0.048). Higher volumes of medicinal air were consumed at hospitals exceeding 3000 annual surgeries than at those which do not reach that number (p = 0.0215). On another note, hospitals accounting for more than 55,000 annual laboratory tests showed a higher oxygen consumption rate per test (p = 0.0343) and a lower nitrogen protoxide rate per test (p = 0.0073) than those with less than this threshold value. Finally, nitrogen protoxide consumption was evidenced to increase with the annual number of hospital surgeries (p = 0.042) and carbon dioxide consumption was accordingly seen to increase with the number of outpatient surgeries (p = 0.038).
Healthcare Indicators
As reference indicators, Table 5 lists the percentiles (15%, 50% and 85%), the arithmetic means and the standard deviations associated with the various annual rates reported in the present work. 
Discussion
The annual consumption of medicinal gases in hospitals being correlated with levels of medical activity [38] was proven, which it was to be expected as they are used exclusively for patient treatment. Therefore, increases in the level of activity in a hospital proportionally increases medicinal gases consumption. In particular, the increase in surgical activity increases the consumption of nitrogen protoxide, the number of outpatient surgeries increases the consumption of carbon dioxide and the increase in the number of stays increases the consumption of oxygen and medical air.
The exhaustive monitoring of mean consumption rates of medical gases would definitely help to identify potential failures or gas leaks in the associated facilities [39] . The technical responsibility regarding medical gas equipment in hospitals lies both in the maintenance and in the hospital pharmacy departments [40] . It should be noted that safe medical gas installations are absolutely critical, since any failure might result in a high clinic risk episode for patients [41] . For this reason, leaky gas valves should be replaced and frequent maintenance inspections on medical gas facilities should also occur [42] . In addition, technical staff should be appropriately trained in the handling of flowmeters and of the specific equipment involved in medical gas installations [43] .
Research in this field to date has been thin. There are only references to studies focusing on very small samples, with little or no statistical significance when analysing a single hospital and a single type of medicinal gas. The lack of reliable data on the average consumption of medical gases used in a hospital prevents managers from identifying their reference consumption.
Whenever the consumption rates are evidenced to be sufficiently high, the installation of cryogenic tanks supplied by tanker trucks should be regarded as an efficient cost-saving strategy [44] . A further potential measure to promote cost savings is the installation of specific devices to interrupt the operation of anaesthetic evacuation system (AES) inlets, which are designed to operate when the respirator is not in use, and which show a consumption rate ranging 50 to 90 L per minute of propellant gas-typically medicinal air, nitrogen or compressed air.
In situ plants for the production of oxygen for hospital use are regarded as an interesting alternative, provided they prevent the evaporation effect which occurs in cryogenic tanks and which is responsible for evaporation losses approaching 10% [45] . Such plants include oxygen compressors for cylinder filling operations, which operate with a single compression system cooled by a refrigerant (which is in turn cooled by air), so that oxygen is ensured to be produced at low temperature.
Centralized supply of medical gases through cryogenic tanks reduces supply costs but also increases the fixed costs of facility maintenance and investment in distribution facilities. All hospital types should be interested in optimizing the management of medical gases, regardless of size, for reasons of economic savings and environmental efficiency.
Accidents derived from the handling of high-pressure equipment are a potential risk for hospital patients and staff [46] , and therefore suitable safety measures regarding oxygen supply installations (mainly those of production in bulk) must be utilised accordingly [47] .
A specific technology to capture, recover and purify the halogenated anaesthetic gases used in hospital operating theatres might help extend the life cycle of such anaesthetic gases up to 10 to 20 times. This way, significant savings would definitely be achieved as related to costs arising from anaesthetic gas supply and from prevention of greenhouse emissions [48] .
In any case, the existence of a control protocol [49] for medical gas installations in hospitals is a key factor to ensure a stable gas supply. Gas pipelines should therefore be monitored from the tank location to the various gas inlets along the building [50] . The remaining level in gas tanks should be appropriately displayed by the equipment. Moreover, the operating status of the gas supply plant as well as the gas pressure at each inlet in use should also be accounted for. Note that it is essential to prevent cross connections among installations involving different medical gases; the supply of carbon dioxide to a hypoxic patient might probably result in death risk. Thus, standardized inlets should accordingly be used in order to prevent cross gas connections [51] .
Conclusions
For the sample set of hospitals accounted for, the results hereby reported show clear correlations among the annual consumption rates of medical gas and some of the specific variables under study. In particular, the mean annual consumption rate of medical oxygen was evidenced to be correlated to the following variables: Useful floor area, number of beds, number or workers, number of hospital discharges, number of hospital stays and number of endoscopies. On another note, the mean annual consumption rate of medicinal air showed a clear correlation to the useful floor area, the number of beds, the number of workers, the number of discharges and the number of surgeries.
In a standard hospital of 100 beds, a potential mean saving of 11.42% was estimated if a change in the supplying scheme is accomplished so that medicinal air is produced in situ by oxygen-nitrogen mixers and carbon dioxide is supplied as B50 cylinders. Furthermore, the monitoring of gas consumption together with the elimination of gas leakage would yield an additional mean cost saving of 7000 €/year for a standard hospital.
Hospitals exceeding 90 beds were observed to consume higher volumes of medicinal air per bed than the rest. With regard to the consumption of medicinal air per hospital discharge, hospitals accounting for more than 6000 discharges presented higher rates than those with less than this number. Finally, it was evidenced that hospitals where a higher number of surgeries were carried out showed higher consumption rates of nitrogen protoxide than those for which a lower number of surgeries occur; and carbon dioxide consumption was seen to be higher for hospitals with a higher number of outpatient surgeries than for those in which such types of intervention do not occur.
As an overall outcome, it should be noted that a set of variables directly related to healthcare activity (namely number of hospitalisations, number of emergency interventions, number of hospital surgeries and number of hospital discharges) should be regarded as suitable variables to quantify, size and monitor the costs arising from the use of medical gases in hospitals. It is possible to have a benchmarking system that compares the consumption of a hospital with another reference hospital by using these indicators. This is a novelty, given that there are no precedents in the scientific literature for similar indicators.
This study is valid for privately managed hospitals with less than 200 beds. Since the forms of management and pathologies treated in a private hospital are similar in all hospitals, the data can be extrapolated to other countries with similar healthcare systems.
Further research work will comprise the assessment of the environmental impact of medical gases on the operation of hospital facilities, mainly as related to the particular gases involving the generation of NO x compounds. The study of each one of the areas of a hospital should be also considered in further depth in the future, so that the consumption of each medical assistance service can be known with a certain degree of accuracy. For that to occur, medical gas meters should be installed, which allow the attainment of homogeneous readings on which to establish internal consumption parameters.
